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A total of 214 rainwater samples from 82 tanks were collected in urban Southeast Queensland (SEQ) in
Australia and analyzed for the presence and numbers of zoonotic bacterial and protozoal pathogens using
binary PCR and quantitative PCR (qPCR). Quantitative microbial risk assessment (QMRA) analysis was used
to quantify the risk of infection associated with the exposure to potential pathogens from roof-harvested
rainwater used as potable or nonpotable water. Of the 214 samples tested, 10.7%, 9.8%, 5.6%, and 0.4% were
positive for the Salmonella invA, Giardia lamblia (3-giardin, Legionella pneumophila mip, and Campylobacter jejuni
mapA genes, respectively. Cryptosporidium parvum oocyst wall protein (COWP) could not be detected. The
estimated numbers of Salmonella, G. lamblia, and L. pneumophila organisms ranged from 6.5 x 10" to 3.8 x 10?
cells, 0.6 X 10° to 3.6 X 10° cysts, and 6.0 X 10" to 1.7 x 107 cells per 1,000 ml of water, respectively. Six risk
scenarios were considered for exposure to Salmonella spp., G. lamblia, and L. pneumophila. For Salmonella spp.
and G. lamblia, these scenarios were (i) liquid ingestion due to drinking of rainwater on a daily basis, (ii)
accidental liquid ingestion due to hosing twice a week, (iii) aerosol ingestion due to showering on a daily basis,
and (iv) aerosol ingestion due to hosing twice a week. For L. pneumophila, these scenarios were (i) aerosol
inhalation due to showering on a daily basis and (ii) aerosol inhalation due to hosing twice a week. The risk
of infection from Salmonella spp., G. lamblia, and L. pneumophila associated with the use of rainwater for
showering and garden hosing was calculated to be well below the threshold value of one extra infection per
10,000 persons per year in urban SEQ. However, the risk of infection from ingesting Salmonella spp. and G.
lamblia via drinking exceeded this threshold value and indicated that if undisinfected rainwater is ingested by
drinking, then the incidences of the gastrointestinal diseases salmonellosis and giardiasis are expected to
range from 9.8 X 10° to 5.4 X 10" (with a mean of 1.2 X 10" from Monte Carlo analysis) and from 1.0 x 10*
to 6.5 X 10" cases (with a mean of 1.6 x 10' from Monte Carlo analysis) per 10,000 persons per year,
respectively, in urban SEQ. Since this health risk seems higher than that expected from the reported incidences
of gastroenteritis, the assumptions used to estimate these infection risks are critically examined. Nonetheless,

it would seem prudent to disinfect rainwater for use as potable water.

Roof-harvested rainwater has received significant attention
as a potential alternative source of potable and nonpotable
water in regions where water is scarce (37). To encourage the
use of roof-harvested rainwater, governmental bodies of many
countries, such as Australia, Denmark, Germany, India, and
New Zealand, are providing subsidies to residents to encour-
age the use of rainwater for domestic purposes. The use of
rainwater is quite common in Australia, particularly in rural
and remote areas, where reticulated mains or town water is
not available. Recent water scarcity in several capital cities
prompted the use of rainwater as an alternative source. For
instance, the Queensland State Government initiated the
“Home Water Wise Rebate Scheme,” which provides subsidies
to Southeast Queensland (SEQ) residents who use rainwater
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as nonpotable water for domestic purposes (49). Over 260,000
householders were granted subsidies up to December 2008,
when the scheme was concluded.

There is a general community feeling that roof-harvested
rainwater is safe to drink, and this is partially supported by
limited epidemiological evidence (26). Some studies have re-
ported that roof-harvested rainwater quality is generally ac-
ceptable for use as potable water (13, 29). In contrast, the
presence of potential pathogens, such as Aeromonas spp.
Campylobacter spp., Campylobacter jejuni, Salmonella spp., Le-
gionella pneumophila, Giardia spp., Giardia lamblia, and Cryp-
tosporidium spp., in roof-harvested rainwater samples has been
reported (2, 9, 34, 45, 47, 48). Such pathogens can cause gas-
trointestinal illness in humans, with nausea, vomiting, and/or
diarrhea occurring within 12 to 72 h (Salmonella enterica sero-
var Typhimurium) to 9 to 15 days (Giardia lamblia) after in-
gestion of contaminated water. L. pneumophila can cause the
respiratory infection pneumonia, and the fatality rate can be
50% in immunocompromised patients (57).

Direct routine monitoring of the microbiological quality of
source water for all possible pathogens is not economically,
technologically, or practically feasible. Consequently, tradi-
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tional fecal indicators, such as fecal coliforms, Escherichia coli,
and enterococci, have long been used to determine the pres-
ence of pathogens. Most studies assess the quality of roof-
harvested rainwater based on the numbers of these fecal indi-
cators (13, 30). However, the major limitation in using fecal
bacteria as indicators is their poor correlation with the pres-
ence of pathogenic microorganisms in water (2, 30). An alter-
native is the measurement of pathogens using traditional cul-
ture-based methods. However, there are several limitations of
such methods, including the underestimation of the bacterial
number due to the presence of injured or stressed cells (10)
and the fact that certain microorganisms in environmental
waters can be viable but not culturable (39). Culture-based
methods are also generally laborious and costly. Recent ad-
vances in molecular techniques such as PCR technology enable
rapid, specific, and sensitive detection of many pathogens. Ad-
vances in PCR methodology also enable the quantification of
potential pathogens in source water that are otherwise difficult
and/or laborious to culture using traditional microbiological
methods. In view of this, we used binary PCR (presence/ab-
sence)- and quantitative PCR (qPCR)-based assays to first
detect and then quantify zoonotic pathogens in samples from
roof-harvested rainwater in SEQ residential houses.

The aims of the research study were 2-fold: (i) to quantify
the number and frequency of occurrence of Salmonella, G.
lamblia, and L. pneumophila organisms in a range of domestic
water tanks in SEQ by using qPCR-based methods and (ii) to
apply quantitative microbial risk assessment (QMRA) analysis
in order to estimate the risk of infection from exposure to these
pathogens found in roof-harvested rainwater. The uniqueness
of this study stems from the fact that instead of measuring fecal
indicators, the pathogens that are capable of causing illness
were quantified and this information was combined with
QMRA to assess the human health risk of using roof-harvested
rainwater as potable or nonpotable water.

MATERIALS AND METHODS

Target pathogens. C. jejuni, L. pneumophila, Salmonella spp., G. lamblia, and
Cryptosporidium parvum were selected because these pathogens could be present
in the feces of birds, mammals, and reptiles that have access to roofs. Therefore,
following rain events, fecal matter could potentially be transported to tanks via
roof runoff.

Sampling and analysis. In all, 214 samples were collected from 82 residential
houses in the Brisbane, Gold Coast, and Sunshine Coast regions. The sizes of the
sampled tanks ranged between 500 and 20,000 liters (i.e., polyethylene water
tanks), and the end use was either (i) outdoor use (65%), including gardening
and car washing, and (ii) indoor use (35%), including drinking, showering, and
kitchen use. Water samples were collected in sterilized 10-liter containers from
the outlet taps located close to the bases of the tanks. Before the tank was
sampled, the tap was sterilized with 70% ethanol and allowed to run for 30 to 60 s
to flush out water from the tap. Samples were transported to the laboratory on
ice and processed within 6 h. Water samples were collected in two phases. In
phase one, a total of 100 water samples were collected from 82 tanks and were
screened for the presence/absence of C. jejuni, L. pneumophila, Salmonella spp.,
G. lamblia, and C. parvum using binary PCR assays (3). In phase two, water
samples were collected from a subset of tanks (n = 19) sampled in phase one.
Tank water samples which were PCR positive for the selected pathogens in phase
one were further sampled in order to obtain information on the temporal oc-
currence of the pathogens. Samples were collected from these 19 tanks every 2
weeks over a period of 3 months (April to June 2009) commencing with a rainfall
event and tested using binary PCR. Quantitative PCR methods were then
used to quantify these pathogens for all positively identified samples in phases
one and two.
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DNA extraction. For binary PCR and qPCR analyses of bacterial pathogens, a
1-liter water sample from each tank was filtered through a 0.45-pm-pore-size
membrane (Advantec, Tokyo, Japan). Samples were processed according to a
previously published method (2). DNA was extracted using the DNeasy blood
and tissue kit (Qiagen, Valencia, CA) and stored at —80°C until use. For binary
PCR and qPCR analyses of pathogenic protozoans, a 2.5-liter water sample from
each tank was filtered through a 3-wm-pore-size membrane (Advantec). Samples
were processed according to a previously published method (22). DNA was
extracted directly to the filter using the DNeasy blood and tissue kit (Qiagen).

PCR positive controls. Strains and purified DNA were purchased from the
American Type Culture Collection (ATCC), as follows: Campylobacter jejuni
ATCC 33560D (purified DNA), L. pneumophila ATCC 33152 (strain), Salmo-
nella enterica serovar Typhimurium ATCC 14028 (strain), G. lamblia ATCC
30888D (purified DNA of Portland-1 strain), and C. parvum PRA-67D (purified
DNA). Bacterial DNA was extracted from the broth cultures of L. pneumophila
and S. Typhimurium strains using the DNeasy blood and tissue kit (Qiagen).

Primers, preparation of standard curves, and PCR conditions. PCRs of patho-
gens were performed using previously described primers (3). Standards for
qPCR of the L. pneumophila mip, Salmonella invA, and G. lamblia B-giardin
genes were prepared from the genomic DNAs of the selected pathogens. The
concentration of genomic DNA was determined by measuring the 4,4, using a
Beckman Coulter DU 730 spectrophotometer. The genomic copies were calcu-
lated, and a 10-fold dilution ranging from 10° to 10° copies per pl of DNA extract
was prepared from the genomic DNA and stored at —20°C until use. For each
standard, the concentration was plotted against the cycle number at which the
fluorescence signal increased above the threshold value (Cy value).

Amplification was performed in 25-pl reaction mixtures using Platinum SYBR
green qPCR SuperMix-UDG (Invitrogen, Carlsbad, CA). The PCR mixture
contained 12.5 pl of SuperMix, 300 nM each primer, 5.75 pl of DNase- and
RNase-free deionized water, and 5 ul of template DNA. For each PCR exper-
iment, corresponding positive DNA and negative controls (i.e., sterile water)
were included. The PCRs were performed using the Rotor-Gene 6000 real-time
cycler (Corbett Life Sciences).

PCR reproducibility and limit of detection. The reproducibility of the qPCR
was assessed by determining intra-assay repeatability and interassay reproduc-
ibility. The coefficient of variation (CV) was calculated using six dilutions (10° to
10! gene copies) of the L. pneumophila, S. Typhimurium, and G. lamblia genomic
DNAs. Each dilution was quantified in replicates. The CV for evaluation of
intra-assay repeatability was calculated based on the C value by testing the six
dilutions six times in the same experiment. The CV for interassay reproducibility
was calculated based on the Cy values of six dilutions on six different days. To
determine the qPCR limit of detection, known gene copies of L. pneumophila
(ie., 5 X 10% to 5 x 10°), S. Typhimurium (i.e., 5 X 10% to 5 X 10°), and G.
lamblia (i.e., 7 X 10° to 7 X 10°) were measured from pure genomic DNA
isolated from corresponding control strains and were tested by qPCR. The lowest
number of gene copies that was detected consistently in replicate assays was
considered the qPCR limit of detection.

Recovery efficiency of the gPCR assays with rainwater samples. The recovery
efficiencies were determined only for Salmonella and G. lamblia qPCR assays.
The recovery efficiency for L. pneumophila was assumed to be similar to that for
the Salmonella qPCR assay. Deionized water (n = 3) and rainwater (n = 3)
samples were spiked with known numbers of S. Typhimurium cells and G.
lamblia cysts (obtained from Biotechnology Frontiers, New South Wales, Aus-
tralia). Initially, samples (n = 3) were collected from several rainwater tanks and
were tested for the presence of Salmonella spp. and G. lamblia using binary PCR
detection. Water samples from those tanks which showed the absence of Salmo-
nella spp. and G. lamblia were selected for this experiment. The samples were
autoclaved to destroy background microbial flora and kept under UV light to
minimize any background DNA that could be present. The S. Typhimurium
strain was grown overnight in LB broth, and cell numbers were determined using
microscopic counts. Ten-fold serial dilutions were made and spiked into 1 liter of
deionized water and rainwater samples. Similarly, known numbers of G. lamblia
cysts were serially diluted and spiked into 2.5 liters of deionized water and
rainwater samples. The samples were filtered through membranes, and DNA
extraction was performed according to the method described above. Samples
were tested in triplicate for each concentration, and the recovery efficiency (%)
was calculated using the following equation: recovery (%) = (number of cells
after filtration/number of cells before filtration) X 100. All results were corrected
according to their relevant recovery ratios.

Quality control. To prevent false-positive results for rainwater samples, a
method blank was included for each batch (n = 10) of water samples. To prevent
false-positive results during DNA extraction, a reagent blank was included in
each batch (n = 10) of samples. To separate the specific product from nonspe-
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cific products, DNA melting curve analysis was performed for each PCR exper-
iment. Samples were considered to be positive when they were shown to have the
same melting temperature as the positive control. To minimize PCR contami-
nation, DNA extraction, PCR setup, and gel electrophoresis were performed in
separate laboratories.

QMRA. We used a four-step quantitative microbial risk assessment (QMRA)
process as described by Gerba et al. (20) for estimating the human health risk
associated with defined scenarios involving exposure to specified pathogens. The
four steps are (i) hazard identification, (ii) exposure assessment, (iii) dose-
response assessment, and (iv) risk characterization. The first step of QMRA is
hazard identification, which was achieved by collating research literature report-
ing the presence of specific pathogens such as C. jejuni, L. pneumophila, Salmo-
nella spp., G. lamblia and C. parvum in roof-harvested rainwater tanks (2, 7, 9, 34,
45, 47). The presence of these pathogens (i.e., positive/negative) in a number of
water samples was then assessed using binary PCR.

The second step is exposure assessment, where the pathogen number in the
source water (i.e., tank rainwater) and the volume ingested/inhaled by a person
are estimated. For the estimation of pathogen number, number of the genomic
copies (determined by qPCR) of each pathogen was converted to bacterial cells
or protozoan cysts. L. pneumophila mip (14) and Salmonella invA (17) are
single-copy genes and therefore allow the estimation of cells (i.e., one gene copy
of L. pneumophila or Salmonella = one cell of L. pneumophila or Salmonella).
The G. lamblia B-giardin gene is expressed as a single-copy gene within the
nucleus of each trophozoite (28). Cysts of Giardia contain two trophozoites that
have undergone multiple steps of nuclear division, resulting in 16 copies of total
genetic information within each cyst (6). Therefore, there are 16 copies of the
B-giardin gene per Giardia cyst (22). However, only a proportion of the PCR-
detected/quantified cells and cysts may be viable and infectious (51). In the
present study, because of a lack of information regarding the proportion of
PCR-detected cells and cysts that are viable, it was assumed all the PCR-detected
cells and cysts were viable and capable of causing infections. It is acknowledged
that this assumption is likely to overestimate the risk of infection by the QMRA
analysis. Nonetheless, a highly conservative “worst-case” approach was chosen to
determine the risk of infection from exposure to pathogens in roof-harvested
rainwater.

To estimate the possible pathogen dose received by an individual, the likely
infection routes appropriate to each pathogen must be considered. Infection may
occur by ingesting (accidentally during hosing or deliberately via drinking) water
containing Salmonella spp. or G. lamblia. Another possible route is to inhale and
swallow aerosols containing these pathogens. For L. pneumophila to cause in-
fection, cells must be inhaled deep into the lungs. Given these possible routes,
the infection risk associated with each of a total of six scenarios was estimated.

For salmonellosis and giardiasis risk, the scenarios were (i) liquid ingestion
due to drinking of rainwater on a daily basis, (ii) accidental liquid ingestion due
to garden hosing twice a week, (iii) aerosol ingestion due to showering on a daily
basis, and (iv) aerosol ingestion due to hosing twice a week. For legionellosis risk,
the scenarios were (i) aerosol inhalation due to showering on a daily basis and (ii)
aerosol inhalation due to hosing twice a week. For liquid ingestion, volumes were
assumed to be 1,000 ml per day due to drinking (54) and 1 ml per event for
accidental liquid ingestion due to hosing (50). For aerosol inhalation during
showering, an estimate of the volume of shower water that is deposited in the
alveoli of adults is required. This information requires knowledge of the aerosol
size distribution at the receptor and the proportion of inhaled aerosols that is
deposited in the alveoli of the receptor. This information is quite difficult to
obtain. However, several studies which have estimated the aerosol size distribu-
tions measured next to a shower were identified (33, 40, 58). Schlesinger (46)
provided estimates of alveolar depositional efficiencies across different aerosol
size classes. This information was used to adjust the data of O’Toole et al. (40)
and Keating and McKone (33) to estimate total deposition in the alveoli. Zhou
et al. (58) estimated deposition using a lung model. Based on these estimates, the
volume of shower water inhaled was calculated for an adult breathing 20 liters
per min, as is consistent with a previous study for “light activity” (27) during a
7-min hot shower. The volume of shower water inhaled, represented by the 0.3-
to 6.0-wm (respirable) aerosol size class, was calculated to range from 0.02 pl to
0.84 pl for a 7-min hot shower, across the range of different experimental
conditions, shower heads, and flow rates used in the studies. For the scenario of
aerosol inhalation by showering, the worst-case volume of 0.84 pl was chosen for
subsequent infection risk calculations.

For aerosol inhalation during hosing, it was also assumed that exposure would
occur only during that portion of time that the recipient was actually downwind
of the hose nozzle. Hence, exposure to aerosols during hosing was assumed to
take place for 7 min with the user breathing at 20 liters per min, as for showering.
The volume of hosing water that would be deposited in the alveoli of the user was
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FIG. 1. Dose-response relationships for a single event. Exponential
dose-response relationships were used for Giardia lamblia (43) and
Legionella pneumophila (4), and a beta-Poisson dose-response rela-
tionship for nontyphoid Salmonella was used for Salmonella serovar
Typhimurium) (23). These dose-response relationships relate N, the
number of infective units ingested, to P;, the expected number of
infections per 10,000 exposed persons. A second beta-Poisson dose-
response relationship for nontyphoid Salmonella relates N to P, the
number of expected illnesses per 10,000 exposed persons.

calculated from the aerosol size distributions measured for a hose spraying
against a car door. O'Toole et al. (40) adjusted for differences in alveolar
depositional efficiencies across aerosol size classes as described by Schlesinger
(46). The volume of hose water represented by the 0.3- to 6.0-pm aerosol size
class was calculated to be 0.008 to 0.04 pl for a high-pressure hose under spray
and jet settings and 0.09 to 0.5 pl for a garden hose with a trigger nozzle using
spray or jet settings. For the scenario of aerosol inhalation by hosing, the worst-
case volume of 0.5 .l was chosen for subsequent infection risk calculations. It has
been suggested that aerosols above 6 um tend to be deposited in the upper
respiratory tract, where they would be swallowed (40). Accordingly, the volume
of shower or hose water ingested represented by the >6.0-pum aerosol size class
was calculated to range from 58 pl to 1.9 ml for showering and from 0.002 pl to
1.9 pl for hosing, for the same time of exposure and inhalation rate described
above. For the scenarios of aerosol inhalation by showering and hosing, the
worst-case volumes of 1.9 ml and 1.9 pl, respectively, were chosen for subsequent
infection risk calculations.

The third step is dose-response assessment, which describes the relationship
between the administered dose and the probability of infection in the exposed
population. The dose-response relationships used for this study were obtained
from the literature. For L. pneumophila (4) and G. lamblia (43), an exponential
dose-response model was used, while for Salmonella (23), a beta-Poisson dose-
response relationship was used (Fig. 1).

The fourth and final step of QMRA is risk characterization, where exposure
and dose-response assessment are combined to estimate the probability of in-
fection (expressed as likely numbers of infections per 10,000 persons per year)
for the urban SEQ community, and comparison with an arbitrary but commonly
accepted risk level of one extra infection per 10,000 persons per year (53). The
number of infections caused by a specific pathogen per 10,000 persons in SEQ
was determined as the number of infections per 10,000 exposed persons X the
proportion of persons in SEQ who were exposed to specific pathogens through
drinking, showering, or hosing of rainwater. To estimate the latter, market survey
data were used to establish the number of households in Brisbane that use
roof-harvested rainwater as potable water (19). From the total number of house-
holds in urban SEQ (807,555), the survey estimated that 208,110 had rainwater
tanks retrofitted to existing dwellings and that 28,295 were in new dwellings with
mandated tanks with internal connections. Within each of these groups, 22% and
19%, respectively, frequently use the rainwater for cooking and drinking pur-
poses (19). This suggests that almost 30% of urban SEQ households possess a
rainwater tank and that 6.3% of urban SEQ households use the rainwater for
potable water and therefore are at risk of exposure to each pathogen identified
in the tank water samples. It was conservatively assumed that all urban SEQ
households with rainwater tanks also use the water for their gardens. It was also
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assumed that only those households using rainwater for potable water used the
tank water for showering.

Assuming that the pathogen distribution measured in the sampled roof-har-
vested rainwater tanks was representative of that in all the tanks in urban SEQ,
the percentage of the urban SEQ population exposed to each pathogen could be
estimated for each risk scenario as follows: % of rainwater tanks in which the
pathogen was detected by binary PCR X % of urban SEQ households that use
the rainwater as specified in the risk scenario. The probability of infection per
single exposure was converted to the probability of infection per year using the
equation for multiple exposures given by Haas et al. (23): number of infections
per 10,000 persons in urban SEQ per year = 1 — (1 — P;)¥, where E = number
of exposure events per year and P; = number of infections per 10,000 persons in
urban SEQ from a single exposure. The number of exposure events per year was
determined as the number of events per year adjusted by the proportion of the
year that pathogens were present in the tanks. The latter was estimated from the
sampling conducted every 2 weeks in phase two of the study described in “Sam-
pling and analysis” above.

Monte Carlo analysis of scenarios showing a significant health risk. For those
scenarios that indicated a significant health risk (greater than one infection per
10,000 persons in urban SEQ per year) based on “worst-case” assumptions,
Monte Carlo analysis was performed using input parameter distributions based
on our data and the literature (see Table S1 in the supplemental material) and
performing 500,000 runs to determine a more robust probability of obtaining
greater than one extra illness per 10,000 persons in urban SEQ per year.

For comparison with epidemiological studies, the probability of infection was
converted to the probability of illness by multiplying by the fraction of persons
with infections who show symptoms of the illness. For giardiasis, the illness-to-
infection (cyst excretion) ratio is highly variable (43), and we assumed that 50%
of infections were symptomatic, as reported by Veazie et al. (55) during a
giardiasis epidemic. For salmonellosis, FAO/WHO (15) provided a dose-re-
sponse relationship for illness based on epidemiological data. However, at low
doses the fitted relationship indicated illness rates that were higher than those
indicated for infection rates using the relationship described by Haas et al. (23).
For consistency of approach across all tested pathogens, we chose to use the
relationship described by Haas et al. (23) and assumed that 100% of Salmonella
infections were symptomatic.

RESULTS

Quantitative PCR standards, reproducibility, and limit of
detection. DNAs from 10-fold dilutions of quantified L. pneu-
mophila, S. Typhimurium, and G. lamblia strains were analyzed
in order to determine the reaction efficiencies. The standard
curves had a linear range of quantification from 10° to 10"
genomic copies per pl of DNA extracts. The amplification
efficiencies were >95% for all qPCR, assays and the correla-
tion coefficient (*) was >0.98 for all three assays. The repro-
ducibility of each qPCR assay was determined by assessing
intra-assay and interassay coefficients of variation (CVs) of the
standards. The mean intra-assay and interassay CV values
and standard deviations, respectively, were 3.4% = 0.8%
and 1.9% = 1.1% (for L. pneumophila mip), 1.9% =+ 0.8% and
1.9% = 1.3% (for Salmonella invA), and 3.2% = 1.2% and
45% = 2.1% (for the G. lamblia B-giardin gene), indicating
high reproducibility. The qPCR limit of detection was as low as
five gene copies for the L. pneumophila mip and Salmonella
invA genes. For the G. lamblia B-giardin gene, the limit of
detection was seven gene copies.

Recovery efficiency. The estimated recovery efficiency in au-
toclaved distilled water samples ranged between 93% and 48%
(for Salmonella) and 43% and 23% (for G. lamblia), with the
greatest variability occurring at lower cell and cyst counts. The
mean recovery efficiencies were 72% *+ 16% (for Salmonella)
and 35% = 11% (for G. lamblia). The estimated recovery
efficiency in autoclaved rainwater samples ranged between
91% and 45% (for Salmonella) and 41% and 19% (for G.
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TABLE 1. Binary PCR and qPCR results for potential pathogens

No. of binary
PCR-positive
samples/no. of
samples tested
(% of positive

No. of qPCR-quantifiable
samples/no. of samples
tested (% of
quantifiable samples)

Target pathogen (gene)

samples)
C. jejuni (mapA) 1/214 (0.4) 0/214 (0)
C. parvum (COWP gene) 0/214 (0) 0/214 (0)
Salmonella (invA) 23/214 (10.7) 14/214 (6.5)
G. lamblia (B-giardin 21/214 (9.8) 17/214 (7.9)
gene)
L. pneumophila (mip) 12/214 (5.6) 9/214 (4.2)

lamblia), with the greatest variability occurring at lower cell
and cyst counts. The mean recovery efficiencies were 66% *
17% (for Salmonella) and 33% =+ 12% (for G. lamblia).

Number of pathogens in roof-harvested rainwater. Of the
214 samples tested during phases one and two, the Salmonella
invA, G. lamblia B-giardin, and L. pneumophila mip genes were
detected in 23 (10.7%), 21 (9.8%), and 12 (5.6%) rainwater
samples, respectively, using binary PCR. However, certain
samples were nonquantifiable (Table 1). The C. jejuni mapA
gene was detected in one sample by binary PCR but was non-
quantifiable. None of the samples were positive for C. parvum
oocyst wall protein (COWP) genes. The numbers of Salmo-
nella invA, G. lamblia B-giardin, and L. pneumophila mip genes
in quantifiable samples ranged from 6.5 X 10' to 3.8 X 107
0.9 X 10" to 5.7 X 10", and 6.0 X 10' to 1.7 X 10* genomic
copies per 1,000 ml of water, respectively (Table 2). After
conversion of number of genomic copies to number of cells,
the numbers of Salmonella, G. lamblia, and L. pneumophila
organisms in water samples ranged from 6.5 X 10" to 3.8 X 10?
cells (for Salmonella spp.), 0.6 X 10° to 3.6 X 10° cysts (for G.
lamblia), and 6.0 X 10" to 1.7 X 107 cells (for L. pneumophila)
per 1,000 ml of water. The ranges of viable and infective cells
and cysts, assuming that 100% of the quantified pathogens are
viable and infective, are shown in Table 3.

Occurrence of pathogens in roof-harvested rainwater. Dur-
ing phase two of the sampling program, 114 rainwater samples
were collected from 19 tanks (i.e., a subset of 82 total tanks) to
determine the occurrence of pathogens over time. Pathogens
were found to be present in the tanks between 0 and 32% of
the time during the 3 months, with averages of 4.4% of the
time for Salmonella spp., 5.3% of the time for G. lamblia, and
3.5% of the time for L. pneumophila (Table 4). The overall
results suggest that the pathogens are present approximately
5% of the time.

Likely dose received by exposed persons. Estimates of the
ingestion dose (i.e., range) of each pathogen per person ex-
posed according to the six scenarios are shown in Table 5. Due
to the 100-fold-higher number of Salmonella than G. lamblia
organisms in the roof-collected rainwater samples, the Salmo-
nella dose was 2 orders of magnitude higher than that of G.
lamblia. The liquid ingestion dose via drinking was several
orders of magnitude greater than the dose received by the
other scenarios due to the greater volume of water ingested.
For liquid ingestion via drinking, 6.5 X 10* to 3.8 X 10* Sal-
monella cells and 5.6 X 107! to 3.6 X 10° G. lamblia cysts may
be ingested.



7386 AHMED ET AL.

TABLE 2. Numbers of genomic copies of pathogens in roof-
harvested rainwater samples
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TABLE 3. Numbers of viable and infective pathogens in roof-
harvested rainwater samples

No. of genomic copies per 1,000 ml of water

Tank no.
(sampling occasion)® Salmonella G. lamblia L. pneumophila
invA B-giardin gene mip

1(1)" 7.5 X 10! 1.6 X 10!
1(4) 1.1 x 10?
2 (1) 1.5 X 10?
3 (1) 1.4 x 10?
3(2) 6.5 x 10!
3(3) 1.7 x 10?
3(4) 1.8 X 10? 1.1 X 10?
3(5)° 1.0 x 10? 1.4 x 10"
7 (1) 1.8 X 10? 5.7 X 10! 1.0 X 10?
8 (1) 1.5 x 10?
11 (1) 2.7 X 10?
11 (3)° 9.0 X 10"
11 (4) 1.4 X 10?
14 (1) 1.4 x 10"
15 (1) 6.0 X 10
15 (2)° 2.8 X 10"
15 (3)° 1.3 x 10!
18 (1) 1.9 x 10"
18 (2)° 2.1 X 107 1.1 X 10!
18 (3)° 1.1 x 10?
20 (1) 5.1 x 10!
28 (1) 7.0 X 10"
32 (1)" 2.1 x 10!
32 (2)° 1.8 x 10" 8.0 x 10"
38 (1)" 3.8 X 107 0.9 x 10!
38 (2)° 1.6 x 10"
39 (1) 3.0 X 10? 4.8 x 10!
40 (1) 3.6 X 10"
44 (1) 3.3 % 10? 5.6 X 10!
45 (1) 2.1 % 10"
Minimum 6.5 x 10' 0.9 x 10! 6.0 X 10*
Maximum 3.8 X 107 5.7 X 10! 1.7 X 10?

“ Phase one.

> Phase two.

¢ Samples showing no detectable pathogens are not listed.

Infection risk for exposed persons. Because G. lamblia is
more infectious than Salmonella spp. according to the dose-
response relationships used, the infection risks per 10,000 ex-
posed persons per exposure event for Salmonella spp. and G.
lamblia were similar for each scenario (Table 6). L. pneumo-
phila is indicated to be the most infectious of the three patho-
gens (Fig. 1), but due to the low doses received by the aerosol
inhalation infection route, the infection risk per 10,000 ex-
posed persons per event remained low (up to 8.6 X 1072)
compared to those calculated for Salmonella spp. and G. lam-
blia for the routes of liquid ingestion via drinking (up to 6.8 X
10?), liquid ingestion via hosing (up to 7.1 X 10~"), and aerosol
ingestion via showering (up to 1.3 X 10°). Very low risks of
infection were calculated for the route of aerosol ingestion via
hosing for Salmonella spp. and G. lamblia (up to 1.3 X 1073)
due to the extremely low volumes ingested (Table 6).

Infection risk for SEQ population. Of the 82 tanks tested, 10
(12.2%), 13 (15.9%), and 6 (7.3%) were positive for Salmo-
nella spp., G. lamblia, and L. pneumophila, respectively, on at
least one sampling occasion. By multiplying the percentage of
positive tanks for each pathogen by the proportion of the
urban population that have a tank and use the water for drink-

Range per 1,000 ml of water

Pathogen(s)

Genomic copies Cells and cysts”

6.5 X 10'-3.8 x 10?
0.6 X 10°-3.6 x 10°
6.0 X 10'-1.7 x 10?

6.5 X 10'-3.8 X 10?
9.0 X 10°-5.7 x 10!
6.0 X 10'-1.7 X 10?

Salmonella spp.
G. lamblia
L. pneumophila

“ Genomic copies were converted to cells and cysts. It is assumed that 100% of
the cells and cysts are viable and infective.

ing and/or hosing, the fraction of the urban SEQ population
potentially exposed to each pathogen was calculated to range
from 0.46% to 4.76% across the different scenarios (Table 6).
By multiplying the infection risk per 10,000 exposed persons
per event by the fraction of the population that was exposed to
each pathogen, the risks of infection from Salmonella spp., G.
lamblia, and L. pneumophila per 10,000 persons in urban SEQ
per event were calculated. Although the percentage of persons
in urban SEQ drinking or showering with tank water was 4-fold
less than that of those using tank water for hosing, the infection
risk from liquid ingestion via drinking was still several orders of
magnitude greater than the risks indicated for the other sce-
narios (Table 6). Finally, by multiplying the infection risk per
10,000 persons in urban SEQ per event by number of such
exposure events per year, the infection risk per 10,000 persons
in urban SEQ per year was calculated. Both Salmonella spp.
and G. lamblia showed infection risks with similar orders of
magnitude for each scenario (Table 6), with values up to 1.2 X
107 for liquid ingestion via drinking, 2.4 X 10! for aerosol
ingestion via showering, 1.8 X10~" for liquid ingestion via
hosing, and 3.4 X 10~* for aerosol ingestion via hosing. L.
pneumophila showed much lower infection risks for aerosol
inhalation, with a maximum value of 7.3 X 1073 Using a
threshold value of one extra infection per 10,000 persons per
year, it is apparent that of all the scenarios considered, only
those involving liquid ingestion via drinking present an unac-
ceptable level of risk from infection. The calculations for in-
fection based on the “worst-case” assumptions indicated that if
undisinfected rainwater is ingested by drinking, then the infec-
tion incidence is expected to range from 9.8 X 10° to 5.4 X 10!
(Salmonella spp.) and from 2.0 X 10" to 1.3 X 10? (G. lamblia)
cases per 10,000 persons in urban SEQ per year.

Monte Carlo analysis. Monte Carlo analysis of the risks of
Salmonella sp. and G. lamblia infection from drinking roof-
harvested rainwater indicated 18% and 27% probabilities,
respectively, of obtaining one or more extra infections per
10,000 persons in urban SEQ. The mean numbers of infec-
tions per 10,000 persons in urban SEQ across all 500,000
simulations were 1.2 X 10" (for Salmonella spp.) and 3.1 X
10" (G. lamblia). Using the assumptions defined in the
methodology for relating infection to illness incidence, these
values would equate to 9.8 X 10° to 5.4 X 10" cases (mean
from Monte Carlo analysis of 1.2 X 10') of salmonellosis
and 1.0 X 10" to 6.5 X 10" cases (mean from Monte Carlo
analysis of 1.6 X 10') of giardiasis per 10,000 persons in
urban SEQ per year.
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TABLE 4. Occurrence of pathogens in selected rainwater tanks sampled at every 2 weeks over 3 months

Salmonella invA gene

G. lamblia B-giardin gene

L. pneumophila mip gene

Tank no. No. of binary PCR-positive

No. of binary PCR-positive

No. of binary PCR-positive

. . Occurrence . . Occurrence . . Occurrence
samplmgs/no..of sampling (%) samplmgs/no.vof sampling (%) samplmgs/no..of sampling (%)
occasions occasions occasions
1 1/6 17 0/6 0 0/6 0
2 0/6 0 0/6 0 0/6 0
3 2/6“ 33 1/6 17 1/6 17
7 0/6 0 0/6 0 0/6 0
8 0/6 0 0/6 0 0/6 0
11 0/6 0 0/6 0 2/6¢ 33
12 0/6 0 0/6 0 0/6 0
14 0/6 0 0/6 0 0/6 0
15 0/6 0 2/6“ 33 0/6 0
18 2/6¢ 33 1/6 17 0/6 0
20 0/6 0 0/6 0 0/6 0
28 0/6 0 1/6 17 0/6 0
32 0/6 0 0/6 0 1/6 17
33 0/6 0 1/6 17 0/6 0
38 0/6 0 0/6 0 0/6 0
39 0/6 0 0/6 0 0/6 0
40 0/6 0 0/6 0 0/6 0
44 0/6 0 0/6 0 0/6 0
45 0/6 0 0/6 0 0/6 0
Avg % occurrence 4.4 53 35

“ PCR-positive samples were obtained on two consecutive occasions.

DISCUSSION

Study approach. In this study, qPCR methods were used to
quantify bacterial and protozoal pathogens in a large number
of water samples (n = 214) from roof-harvested rainwater
tanks. One advantage of PCR methods is that they could be
used to detect and quantify specific pathogens with greater
specificity than with traditional culture-based methods for the
detection of pathogens in water (35, 51). In addition, gPCR
detection of pathogens is rapid compared to traditional cul-
ture-based methods. The PCR methods used in this study were

TABLE 5. Exposure pathways, ingested/inhaled volumes, and
calculated ingested/inhaled pathogen doses for
individuals exposed to tank water
containing pathogens

Pathogen exposure and Vol per day Dose range
risk scenario or event (cells or cysts)
Salmonella spp.
Liquid ingestion via drinking 1,000 ml 6.5 X 10'-3.8 x 10?
Liquid ingestion via hosing 1ml  65%x10723.8 % 107"
Aerosol ingestion via 1.9ml 12X 10772 x 107 *
showering
Aerosol ingestion via hosing 19ul 12X 1074-72x 10°*
G. lamblia
Liquid ingestion via drinking 1,000ml 5.6 X 107'-3.6 X 10°
Liquid ingestion via hosing 1 ml 5.6 X 107%-3.6 X 102
Aerosol ingestion via 1.9ml 1.0 X 107°-6.8 X 1073
showering
Aerosol ingestion via hosing 19l 1.1 X107°-6.8 X 107

L. pneumophila
Aerosol inhalation via
showering
Aerosol inhalation via hosing

0.84pl 52x107°-1.4x 10*

05wl 3.0x107°-84x 107

rigorously evaluated prior to being used to detect and quantify
these pathogens in tank rainwater samples. The specificities of
primers were determined against known microbial genomes
and sequences with the Basic Local Alignment Search Tool
(BLAST) program to ensure that no homology with known
gene sequences of other microorganisms commonly found in
water was detected. The cross-reactivity of each primer set was
also evaluated by testing DNAs isolated from other nontarget
species of microorganisms commonly found in water (2). The
primers used in this study did not amplify any PCR products
other than those products that were expected. An experiment
was conducted to determine the potential presence of PCR-
inhibitory substances in rainwater samples collected from three
different tanks. The results indicated that the tested rainwater
samples were free of PCR-inhibitory substances (2).

Sources of contamination. Rainwater tanks may become
contaminated due to material being washed into the tank from
the roof and gutters following rain events. The primary sources
of pathogens are likely to be from fecal materials from birds,
lizards, and possums which have access to the roof. Indeed, an
anecdote from the study was that tank water contamination
was evident from the observation of obvious accumulation of
bird feces under a television antenna located on the roof area
connected to the tank. One rainwater sample in this study was
positive for C. jejuni mapA genes. C. jejuni is recognized as one
of the etiologic agents of acute diarrheal disease (rather than
general Campylobacter spp.) and could potentially be from bird
feces (32, 56). However, other potential sources, such as feces
of possums or lizards, cannot be ruled out. Campylobacter spp.
could not be isolated from possum feces in New Zealand (11),
while the presence of Campylobacter spp. in roof-harvested
rainwater samples in New Zealand has been reported (45).
The Salmonella spp. detected in rainwater samples could po-
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TABLE 6. Infection risks for individuals exposed to contaminated tank water for six risk scenarios

Range of infection risk/ % of SEQ . P . A
Pathogen exposure 10,0%0 exposed people population Rl'((l)nogoeoof meCt}OnSEg(/ No. of Range (/){(;r(l)foegtlon r;sk/ T
and risk scenario with rainwater tanks exposed to ’f pi?ople n events/yr” (no. . S peopie
from single event pathogens® rom single event in SEQ)
Salmonella spp.
Liquid ingestion via drinking 6.9 X 10'-3.8 X 10? 0.77 5.4 % 1071-2.9 x 10° 18.3 9.8 X 10°-5.3 x 10
Liquid ingestion via hosing 7.0 X 107241 x 107! 3.66 3.0 X 107°-1.5 X 1072 5.2 1.0 X 107%8.0 X 1072
Aerosol ingestion via showering 1.3x107'-7.7 x 107! 0.77 1.0 X 1073-5.0 X 1073 18.3 1.9 X 1072-1.0 X 10!
Aerosol ingestion via hosing 1.4 X 10779 x 107* 3.66 5.0%x107%-29x 107 5.2 2.6 xX1075-1.5x 1074
G. lamblia
Liquid ingestion via drinking 1.1 X 10%6.8 X 10? 1.01 1.1 X 10°-6.9 x 10° 18.3 2.0 X 10'-1.3 x 10?
Liquid ingestion via hosing 11X 107'-7.1x 107" 4.76 50X 1073-3.4 X 1072 5.2 30x107%-1.8 x 107!
Aerosol ingestion via showering 2.1 X 107'-1.3 x 10° 1.01 21X 107°-1.3 x 1072 18.3 39X 107224 x 10!
Aerosol ingestion via hosing 22x107*13x 107 4.76 1.0 X 107°-6.5 X 1073 5.2 53X107°-33x10*
L. pneumophila
Aerosol inhalation via showering 3.0 X 107%-8.6 X 1072 0.46 14X 107*4.0x 10°* 18.3 2.6 X 107°-73 x 1072
Aerosol inhalation via hosing 1.8 X 107%5.1 X 1072 2.20 40X 107*-1.1x 107 5.2 21x107°-5.8x 1072

“ Estimated for each risk scenario as % of rainwater tanks in which the pathogen was detected by binary PCR X % of urban SEQ households that use the rainwater

as specified in the risk scenario.

> The number of days or events per year when exposure occurs is estimated assuming that pathogens are present in the tank water only 5% of the time. Drinking
1 liter and showering are assumed to be daily events, while hosing is assumed to be a biweekly event.

tentially be from bird feces (21). Both Legionella spp. and
Salmonella spp. have previously been detected in roof-har-
vested rainwater cisterns and/or in tanks, using culture-based
methods, in the United States, in New Zealand, and in the
tropics (7, 47). The Giardia lamblia B-giardin gene, which was
detected in 21 out of 214 samples (9.8%) tested in phases one
and two in this study, has also been reported to have a high
prevalence (45%) in rainwater cisterns in the U.S. Virgin Is-
lands (9). However, no Cryptosporidium parvum was detected
in this study, unlike in the study by Crabtree et al. (9), which
found that 23% of rainwater cisterns in the U.S. Virgin Islands
were contaminated with this pathogen. Possums are known to
be carriers of Giardia cysts (36), and thus it could be that these
possums are a major source of Giardia spp. in roof-harvested
rainwater in Queensland while wild birds or other animals are
the source of the Cryptosporidium spp. in the other studies.
Another potential source which deserves investigation is the
fruit bat, since there are several fruit bat colonies in the Bris-
bane area and these bats fly over and drop feces on house
roofs.

Occurrence of pathogens. It is expected that pathogens
present in feces on a roof would succumb to desiccation, high
temperatures, and UV radiation. However, pathogens that be-
come associated with organic matter in the gutters could be
protected and thus have a longer survival capacity. These pro-
tected pathogens would have a greater potential to be washed
in a viable and infective state into the tank during a rainfall
event than pathogens deposited directly on the roof. Hence,
pathogen contamination of rainwater tanks may be episodic
and would be dependent on the time between deposition on
roofs and rainfall events. A critical piece of information re-
quired for QMRA was the proportion of time that the patho-
gens were present in rainwater tanks. The occurrence of patho-
gens in roof-harvested rainwater is not well documented in
research literature. Most studies collected one-off samples
from rainwater tanks and screened for a number of pathogens
using traditional culture- and PCR-based methods (2, 47).

However, the results of the 3-month sampling study suggest
that it is unlikely that pathogens will be present in tanks all the
time, with pathogens occurring only up to 5% of the time.
Fewtrell and Kay (16), who undertook a recent risk assessment
analysis with respect to Campylobacter spp. in toilets flushed
with roof-harvested rainwater, assumed that C. jejuni was
present in tank water from 0 to 10% of the time.

It must be noted that the presence of pathogens in the tank
water is likely to be strongly related to rainfall events. This is
because pathogens in feces deposited on the roof are generally
washed off to the tanks after rainfall events. Rainwater samples
in phase one were collected immediately after rainfall events
(data not shown), while only the first samples in phase two
(3-month survey) were collected following rainfall. Dry condi-
tions accompanied sample collection throughout the remain-
der of the survey period. The highest levels of contamination
were indeed shown by samples that were taken immediately
following rainfall events (data not shown). This suggests that
for areas with frequent light rains throughout the year, patho-
gens may be present for a larger proportion of the time than
what we have assumed for SEQ in our calculations (i.e., 5%).
Therefore, it is possible that we are underestimating the risk of
infection in our calculations. This warrants a more rigorous
survey of rainwater tanks (possibly 1 year of sampling) to
obtain more accurate information regarding the occurrence of
pathogens. Understanding pathogen inactivation dynamics in-
side rainwater tanks may provide important information on the
occurrence of pathogens. We are currently investigating the
inactivation of Salmonella spp. in rainwater tanks in SEQ.

Viability and infectivity of pathogens. One major limitation
of the PCR method is that it does not provide information
regarding the viability and infectivity of detected pathogens,
which is critical for QMRA analysis. In the absence of such
data, it was assumed that 100% of the PCR-detected cells and
cysts are viable and infective. This assumption is likely to over-
estimate the risk of infection, as 100% of the PCR-detected
cells and cysts may not be viable. However, the overestimation
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of risk could be preferable to an underestimation obtained via
culture-based methods (52). This is a critical issue and war-
rants more rigorous investigation with environmental water
samples where pathogens might inactivate rapidly due to en-
vironmental factors such as temperature, predation, and sun-
light. To overcome this problem, qPCR could be integrated
with cell culture (12) or dyes (i.e., ethidium monoazide and
propidium monoazide, which penetrates only dead cells) (41,
44) in order to obtain information regarding the viability of
bacterial and protozoal pathogens.

Health risks associated with roof-harvested rainwater. The
results of QMRA based on the assumptions discussed above
indicate that the only likely risk encountered from the roof-
harvested rainwater samples was from drinking water contam-
inated with Salmonella spp. and G. lamblia. L. pneumophila, at
the levels detected in the roof-harvested rainwater samples,
did not present a threat for uses of tank water as potable water.
Uses of the tank water as nonpotable water also presented no
threat to human health at the pathogen numbers detected.
This indicates that there is little risk from using roof-harvested
rainwater as nonpotable water, which is important given that
260,000 subsidies have been granted to SEQ households for
installing rainwater tanks.

The numbers of illnesses per 10,000 persons in urban SEQ
per year ranged from 9.8 X 10° to 5.4 X 10" (mean from Monte
Carlo analysis of 1.2 X 10") for salmonellosis and from 1.0 X
10" to 6.5 X 10" cases (mean from Monte Carlo analysis of
1.6 X 10") for giardiasis. The incidences of these diseases
reported in the Notifiable Diseases Surveillance System Da-
tabase (http://www9.health.gov.au/cda/Source/CDA-index
.cfm) are 5.7 cases of salmonellosis per 10,000 people in
Queensland and up to 5 cases of giardiasis per 10,000 people in
other states (giardiasis is not a notifiable disease in SEQ) over
the past 10 years. Hence, the QMRA suggests that the addi-
tional use of roof-harvested rainwater in urban SEQ may in
fact substantially increase the incidences of salmonellosis and
giardiasis. No such rise in reported cases of salmonellosis in
SEQ over recent years is apparent.

A number of explanations for this discrepancy are possible.
There is a naturally high incidence of gastroenteritis in the
community (e.g., 8,000 cases per 10,000 people per year),
which may mask the actual disease (25). Before the disease can
be reported in the Notifiable Diseases Surveillance System
Database, it must first be identified, and not every individual
will seek medical attention if the illness is mild and lasts only
for a few days. Consequently, the incidence of disease indi-
cated in the Notifiable Diseases Surveillance System Database
is at best a minimum value and may be substantially underes-
timating actual disease incidence. Hall et al. (24) estimated
that between 8 and 11% of Campylobacter- and Salmonella-
related illnesses are reported.

Since 10% of the population in Australia currently use roof-
harvested rainwater as a major source of their drinking water
and an additional ~5% use roof-harvested rainwater for show-
ering, toilet flushing, and clothes laundering (1), we would
expect that if rainwater tanks were a public health hazard, then
ample evidence for this would exist today. A literature search
indicated that to date, several disease outbreaks and clinical
cases associated with rainwater consumption have been re-
ported worldwide (5, 8, 38, 47). Australian epidemiological
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studies have failed to show a significant rise in cases of gastro-
enteritis due to drinking of roof-harvested rainwater. An epi-
demiological study in South Australia among 4- to 6-year-old
children suggested that roof-harvested rainwater posed no
increased risk of gastroenteritis compared with mains water
(26). Recently, a double-blinded, randomized controlled
trial among nonimmunocompromised rainwater drinkers in
Adelaide using sham or active water treatment units also
showed no significant increase in the incidence of highly cred-
ible gastroenteritis from the consumption of untreated rainwa-
ter (42). However, such results should be interpreted with care
due to the lack of sensitivity of the epidemiological tool to
detect gastroenteritis (31). In addition, considering the high
costs and time required, epidemiological studies with sources
such as roof-harvested rainwater may not be practical for the
sensitive detection of gastroenteritis in the community. Hey-
worth et al. (26) also pointed out that their data could also
have reflected a level of acquired immunity among regular
users of roof-harvested rainwater and therefore may not reflect
the actual risk to new users.

Another limitation is that cases of gastroenteritis due to
drinking untreated rainwater could actually be masked by the
background levels of gastroenteritis from other sources, such
as consumption of food and community-based infections. Hel-
lard et al. (25) suggested that the incidence of gastroenteritis in
the community could be as high as 8,000 cases per 10,000
people per year.

Similarly, the methodology used to estimate health risk
could have inflated the risk calculated due to the assumption of
100% of pathogen cells or cysts being viable and infective. The
QMRA also did not take into account households that used
effective disinfection treatment of rainwater before using it as
potable water. Treatments such as UV disinfection or boiling
of the water before its use as potable water would eliminate/
reduce exposure of individuals to pathogens and hence infec-
tion. Another factor is the possibility of individuals acquiring
immunity to certain pathogens due to frequent exposure. How-
ever, to counterbalance this, no attempt was made to include
the greater infection risk to the elderly or immunocompro-
mised for a given dose, since the dose-response relationships
described by Haas et al. (23) that were used in the QMRA
were based on healthy adults and these relationships were
applied uniformly across the population. There are uncertain-
ties about the dose-infection response relationship and its re-
lationship to illness response, particularly in view of the epi-
demiology-based relationship for Salmonella spp. (15). There
were also uncertainties in the measurement of the proportion
of time that pathogens occurred in the tank due to the bi-
monthly sampling regime. A more rigorous estimation of this
value is warranted, since any errors will have a direct effect on
the risk calculation (e.g., risk would increase approximately
20-fold if pathogens are present 100% of the time). Neverthe-
less, until more data become available to reduce some of these
uncertainties, the results indicate that it would be prudent to
disinfect roof-harvested rainwater, such as by the installation
of a UV disinfection unit, boiling, or other forms of disinfec-
tion, before using it as potable water, especially for drinking.

Conclusions. Recent water restrictions in several capital cit-
ies in Australia and drought conditions have resulted in the
installation of rainwater tanks at rates not seen before. The
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increasing role being played by rainwater tanks in water secu-
rity in SEQ, including the mandating of rainwater tanks for all
new developments in SEQ, means that tank and roof hygiene
will assume greater importance in the future. Therefore, the
development of a robust methodology for the assessment of
the possible health risk from roof-harvested rainwater is es-
sential. We believe that the methodology developed so far
provides a step towards achieving this objective, but further
refinements will be needed to provide a better estimate of
health risk. It is evident that further information relating to the
occurrence of pathogens throughout the year and the viability
of pathogens in roof-harvested rainwater tanks is needed. Cur-
rently, a study is being designed in which a number of rainwa-
ter tanks will be surveyed for a year for the presence of patho-
gens in order to obtain information regarding their seasonal
persistency and variability. Culture-based methods and qPCR
methods incorporating dyes such as propidium iodide and pro-
pidium monoazide will be incorporated into the methodology
to provide information on the viability of the cells detected in
water samples.

Current estimates of health risk suggests that it would be
prudent to disinfect roof-harvested rainwater, such as by the
installation of a UV disinfection unit, boiling, or other forms of
disinfection, before using it as potable water, especially for
drinking. This would be especially prudent for the elderly and
immunocompromised. Maintenance of good roof and gutter
hygiene and elimination of overhanging tree branches and
other structures where possible to prevent the congregation of
animals are also recommended. Inclusion of giardiasis in the
notifiable disease list in Queensland should be considered,
given that G. lamblia was found in rainwater tank samples.
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